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SECTION SF 30 BLOCK 14 CONTINUATION PAGE  
         
SUMMARY OF CHANGES   
 
 
The bid opening date has changed from 21-Jan-2003 02:00 PM to 23-Jan-2003 02:00 PM.  
 
 
Drawing and Specification Changes 
 
1. Drawing M-L1-56/001, Sheet 166 of 168; 

a. Lighting fixture schedule, change Fixture Type E from “CEILING MOUNT” to “ROD SUSPENDED @8’-
0”. 

b. Add the following to the Notes: 
“6 ALL EXISTING ELECTRICAL EQUIPMENT THAT IS ABANDONED OR TAKEN OUT OF SERVICE 
SHALL BE THE PROPERTY OF THE CONTRACTOR AND REMOVED FROM GOVERNMENT 
PROPERTY.” 
 

2. Drawing M-L1-56/002, Sheet 167 of 168;  
a. Change Note 1 to read as follows; 
“AT ENTRANCE TO DAM AND STORAGE ROOM; 
- DEDICATED PHONE LINE INTO STORAGE ROOM ABOVE STAIRS. 
- 120-VOLT STANDARD OUTLET AT TOP OF STAIRS (CIRCUIT TO EXISTING 120-VOLT PANEL 

IN STORAGE ROOM). 
- TERMINATE CABLE WITH ADDITIONAL 10’ LENGTH. 
BOXES 
- (5) NEMA TYPE 6, 16”x14”x6”, WATERPROOF, STAINLESS STEEL JUNCTION BOXES  

WITH NO INTERIOR PANEL (SEE DETAIL 2/002).” 
 

b. Change Note 2 to read as follows; 
“TELEPHONE SERVICE.  PROVIDE AND INSTALL A DEDICATED TELEPHONE LINE BETWEEN 
THE DAM ENTRANCE BUILDING STORAGE ROOM AND THE LOCAL TELEPHONE COMPANY’S 
INCOMING LINE PEDESTAL.  THE TELEPHONE CONDUCTOR SHALL BE PULLED IN EXISTING 
CONDUIT AND COMMUNICATIONS DUCT.  CABLE SHALL BE 3-PAIR, SPLIT COPPER SHIELD, 22 
GAGE DIRECT BURIAL TYPE, RODENT PROOF CABLE.” 
 

3. Specification Section 03300 paragraph 2.1.5 Silica Fume Concrete, add the following statement at the end of 
the last sentence:  “It can be a commercially prepackaged mix as long as it meets the design mix requirements.” 

 
4. Specification Section 01000, Paragraph 3.1.1.1, add the following statement at the end of the paragraph:  

“Soundings from 2001 of the upstream pool are included as an attachment at the end of this Section.  The 
contours shown are current as of 2001.  The Government makes no guarantee or warranty that the conditions at 
the time of construction will be as indicated on the attachment. 

 
5. Attach Plate 1 – 2001 Lock and Dam 1 Soundings, which is contained in the pdf file, to the end of Specification 

Section 01000. 




